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TYPE

. @ To prevent from short-circuits, electric shock or damage, observe the following:
Warnlng -Be sure the power is disconnected before replacement or repair, including the replacement of the fuse.

-Installetion this product in a properly d condition. (Replace or repair if the body, LED unit, etc. are damaged.)
/\Caution |

@ In order to maintain protection of this product against dust and waterproofing performance, be sure to use the head cover, LED unit and buzzer unit
in the condition that it was originally attached.

@ Do not operate this product without the O-ring or the waterproof packing material. Failure to comply will result in lower waterproofing performance.
Possible cause of failure may occur.

@ Do not apply voltage to the Flashing C line ([01/, (02]). Apply voltage to the power source line (IM2]) only. Product failure will occur.

@ When removing covers or packing from the equipment, which is attached to this product, be careful not to snag the product. Failure to comply may
result in damage to the product.

Notice | @ To ensure proper safety while using the signal tower, observe the following:

-Perform periodic pre-maintenance. -As a precaution against problems occurring, use this product tog
@ Be sure to discharge any static electricity from the body before handling static sensitive parts of this product.
(To prevent damage from static electricity, touch hands or other body parts to metals or an earth ground to discharge the body from static charge.)
@ Use a soft cloth moistened with water when the LED Unit or body must be cleaned up. (Do not use thinner, benzine, gasoline or oil.)
@ To ensure safety when this product is installed onto equipment, observe the following:
-Do not remove parts beyond those designed to be removed from this product. -Do not modify or disassemble this product.
-Only the the specified replacement parts listed in the "Complete Operation Manual:LR" can be replaced.
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NI RSV GINEI@ Thank you very much for purchasing our Patlite products.

e This product requires installation, wiring, and other related work. Be sure to ask an expert technician to perform these procedures.
e This installation manual is intended for the technician who performs the installation and wiring of the product.
e A separate user’'s manual is provided for customers who operate the product after installation.
Be sure to read the user’s manual before operating the product.
ﬁ WARNING Indicates an imminently dangerous condition: failure to follow the instructions may lead to death or
serious injury.
e Request the installation and wiring to be accompanied by a professional contractor. If installation is done improperly, it may result in fire,
electric shock, falling, or malfunction.

/\ CAUTION

e Use a soft cloth dampened with water to clean the product. (Do not use thinner, benzine, gasoline or oil.)

Indicates a potentially dangerous Condition: failure to follow the instructions may lead to slight injury or property
damage.

[RIVTEISE N Mo E1g) Vielen Dank, dass Sie unser Patlite-Produkt erworben haben.

e Dieses Produkt erfordert Installations-, Verkabelungs- und andere Arbeiten. Bitten Sie stets einen erfahrenen Techniker, diese Arbeiten durchzufiihren.

e Diese Installationsanleitung richtet sich an die Techniker, die die Installation und Verkabelung fir dieses Produkt ausfiihren.

e Fir die Kunden, die das Produkt nach der Installation verwenden, steht eine separate Bedienungsanleitung zur Verfligung.
Lesen Sie stets die Bedienungsanleitung, bevor Sie das Produkt verwenden.
C WARNUNG Weist auf eine unmittelbar geféahrliche Situation hin: Die Nichtbefolgung der Anweisungen kann zum Tod

oder zu einer schweren Verletzung fiihren.

e Bitten Sie professionelles Fachpersonal um die Ausfiihrung der Installation und Verkabelung. Wenn die Installation nicht ordnungsgeman
ausgefiihrt wird, kann dies zu einem Feuer, Stromschlag, zum Herunterfallen oder zu einer Fehlfunktion fiihren.

A VORS|CHT Weist auf eine potentiell gefahrliche Situation hin: Die Nichtbefolgung der Anweisungen kann zu einer leichten

Verletzung oder einem Sachschaden fiihren.

e Verwenden Sie ein weiches Tuch, das mit Wasser angefguchtet, um ein Produkt zu reinigen.
(Verwenden Sie keinen Verdiinner, Benzin, Benzin oder Ol.)

Nous vous remercions d’avoir acheté notre produit Patlite.

e Ce produit nécessite une installation, un cablage et d’autres travaux connexes. Assurez-vous de faire appel a un technicien expérimenté pour
effectuer ces procédures.

e Ce manuel d'installation est destiné au technicien qui effectue I'installation et le cablage de 'appareil.

e Un mode d’emploi séparé est fourni aux clients qui utilisent le produit aprés l'installation.
Veillez a lire le manuel d'utilisation avant d'utiliser le produit.

A\ AVERTISSEMENT

Indique une situation dangereuse imminente : le non-respect de ces consignes peut entrainer la mort ou
des blessures graves.

e Demandez a ce que l'installation et le cablage soient effectués en présence d’un professionnel. Si I'installation est réalisée de fagon incorrecte,
il existe un risque d’incendie, de choc électrique, de chute ou de dysfonctionnement.

/N\ ATTENTION

e Utilisez un chiffon doux imbibé d’eau pour nettoyer le produit. (N'utilisez pas de diluant, d'essence, d'essence ou d'huile.)

Indique une situation potentiellement dangereuse : le non-respect de ces consignes peut entrainer de légéres
blessures ou des dommages matériels.

INAECEIRAIEINGY Grazie per aver acquistato il nostro prodotto Patlite.
e Questo prodotto richiede I'installazione, il collegamento elettrico e altri lavori. Assicurarsi di chiedere a un esperto tecnico di eseguire questi lavori.
e Questo manuale di installazione deve essere utilizzato dal tecnico che esegue l'installazione e il cablaggio elettrico del prodotto.
e Un manuale dell'utente separato € fornito per i clienti che utilizzano il prodotto dopo l'installazione.
Assicurarsi di leggere il manuale dell'utente prima di mettere in funzione il prodotto.

AVVERTENZA

Indica un’imminente situazione di pericolo: il mancato rispetto delle istruzioni potrebbe causare la morte o
lesioni gravi.

e Richiedere l'installazione e il cablaggio ad un professionista. Se I'installazione & eseguita in modo errato, pu6 provocare un incendio, scosse
elettriche, cadute o malfunzionamenti.

/N ATTENZIONE

e Utilizzare un panno morbido inumidito con acqua per pulire il prodotto. (Non usare diluente, benzina, benzina o olio.)

UEEINCIERIEY Gracias por adquirir nuestro producto Patlite.

e Este producto requiere instalacion, cableado y otros trabajos relacionados. Asegurese de solicitar a un técnico experto la realizacion de estos procedimientos.

e Este manual de instalacién ha sido elaborado para el técnico que lleva a cabo la instalacién y el cableado del producto.

e Se proporciona por separado un manual del usuario para los clientes que usaran el producto después de la instalacion.
Asegurese de leer el manual del usuario antes de utilizar el producto.

Indica una condicion de riesgo inminente: no observar estas instrucciones podria causar lesiones graves
A ADVERTENCIA o incluso la muerte.

e Solicite que la instalacién y el cableado sean realizados por un contratista profesional. Si la instalacion se realiza de forma incorrecta, podria
causar incendios, descargas eléctricas, caidas o un fallo de funcionamiento.

/\ ATENCION

e Utilice un pafio suave humedecido con agua para limpiar el producto. (No use diluyente, bencina, gasolina o aceite).
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To Installers or Contractors

e Read this manual thoroughly before using this product to ensure correct use.
o |f there are any questions concerning this product, refer to the contact information at the end of USER's manual and contact your nearest
PATLITE Sales Representative.

Fir Installateure und Fachpersonal

e Lesen Sie diese Anleitung sorgfaltig, bevor Sie dieses Produkt verwenden, um die ordnungsgemaRe Verwendung zu gewahrleisten.

e Wenn Sie irgendwelche Fragen zu diesem Produkt haben, verwenden Sie die Kontaktinformationen am Ende bedienungsanleitung Anleitung und
wenden Sie sich an lhren nachstgelegenen PATLITE-Vertriebsmitarbeiter.

Aux installateurs ou aux entrepreneurs

e Lisez attentivement ce manuel avant d’utiliser ce produit pour garantir une utilisation correcte.
e Sivous avez des questions concernant ce produit, reportez-vous aux coordonnées figurant a la fin de ce mode d’emploi de 'appareil et
contactez votre représentant de vente PATLITE le plus proche.

Per gli installatori o gli appaltatori

e Leggere attentamente il manuale prima di utilizzare questo prodotto per garantirne un uso corretto.
e Se vi sono domande riguardanti questo prodotto, fare riferimento alle informazioni di contatto alla fine di Manuale dell’'utente e contattare il pit
vicino rappresentante di vendita PATLITE.

Para instaladores o contratistas

e Lea atentamente este manual antes de utilizar este producto para asegurar un uso correcto.
e Si tiene preguntas relacionadas con este producto, consulte la informacién de contacto que se encuentra al final de Manual del usuariopéngase
en contacto con su representante de ventas PATLITE mas cercano.

FCC Statement

This equipment has been tested and found to comply with the limits for a Class A digital device, pursuant to Part 15 of the FCC Rules. These limits
are designed to provide reasonable protection against harmful interference when the equipment is operated in a commercial environment.

The equipment generates, uses, and can radiate radio frequency energy and, if not installed and used in accordance with the User’'s manual, may
cause harmful interference to radio communications.

Operation of this equipment in a residential area is likely to cause harmful interference in which case the user will be required to correct the
interference at his own expense.

(Responsible party in U.S.A.) PATLITE U.S.A. Corporation, R20130 S. Western Ave. Torrance, CA90501, U.S.A.

Indica una potenziale situazione di pericolo: il mancato rispetto delle istruzioni potrebbe causare lesioni leggere o
danni materiali.

Indica una situacién potencialmente peligrosa: no observar estas instrucciones podria causar lesiones leves o
dafios materiales.
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Model m Tiers ‘ Rated Voltage ‘Mounting/Wiring Flashing/Buzzer | Body Color H LED Unit Color ‘ Globe Color
LR - | | | - RYGBC
|Unit Model (Body Unit)l LR ! - | | | | Color Globe

@ B @ 660 ‘i‘ - E‘ Tiers lz‘ Clear Globe ™10
5850 [7 670 12V DC X1 LED Color: R (Red)/Y (Amber)/

I Assembly Model

Direct Mount / Cable

Pole Mo,u?t with / L-bracket G (Green)/B (Blue) /C (White)

. / Cable™ (From top to bottom)
1 . .
6)-(WJ-PJ-LJ [W] 24V DC };(E:I:[x:#?t with / Circular Bracket lﬂl m‘tﬁq

%3[LR4+6 2 :

IE% _ @ 100 - 240V AC*2 Pole Mount with / Folding Bracket Silver 8
w %@MM‘ 59 [LR5+7)- WT+KT 510 [LR4+6 éﬁig'teMoum (B With Flashing/Buzzer 7 gill:t:lljljg)
%6 W.m_m,m_mxn :ﬁl%\{_f\ / Terminal (Body Unit) 6 IENO Flashing/Buzzer lK‘(MateriaI:PC)
%7 (For Japan sale only) Mounting Bracket with knock-outs Off-white 11
%8 [LR4+6]-(02],[LR5+7]-[WT+KT] 3112 [Unit - [LR5+7)- (02] / Terminal (Body Unit)* 12 (Material: ABS &AS)

A LR4-502PJBW-RYGBC
Q@040 @LEDSE @DC24V @KR—IVEfI BHEISTy b -FvrT2
O=UT/ R - TV —1%x @FT7 K74+ @(LkhS) KR-B-K-F-H
Model Number Example LR4-502PJBU-RYGBC

@040 @LED 5 Tiers @24V DC @Pole Mount with/Circular Bracket/Cable
@®With Flashing/Buzzer @Silver @ (From top) Red - Amber - Green - Blue - White

1Yr—27I1b

BIE Y

HEOHEZAICEROBIFEZHALTLET,
M LR4-502WJNW M LR6-5M2WJBW H[LJ] | | W LR5-02WTNW
- TY—
4 1=tk TSIy | TSUIEFY b
N o M3) (M4)
HAN— T2,k 3@ 348
LED LR4-5-6]-[PJ
==t RGN L +IRAFNA > Pl
J Ak ~ Ma0) (M5x25)
N— %
ekt #7 @ﬁ I 318 418
By Bff BN | 759 b SYURFy
IS5y b IS5y b ey I
= - — ) y
& 4@
The name of each part is indicated as an example for the specific model. )
M LR4-502WINC] M LR6-5M2WJBW M u m[QJ] M LR5-02WTNDJ R6.7 KT
Head = g
_—Buzzer - Cover [LR7]-WT Hexagon Bolt (M:::Sm
Unit ) :
' ead ni _~— Body Flangednut (M3) Flanged nut (V4) Flanget (NE)
= _LED \_ Direct & opcs.
Cover < Unit Pole Pole — Mount @ \) Pole Waterproof Ring
_LED & y Bracket 3pcs. 3pcs. S e
- Unit L-bracket g:;ccuklgtr B LRS-02KTNC] [LR4-5-6]-[PJ]|[LR4-6]-1QJ] |[LR7]-[KT]
~— Body ; — Head Pan Screw (M4x20) | Bind Screw(M5x25) * [Hexagon Bolt (M4x20)
/Body i / / Folding Cover \' G 3pcs.
" Direct ﬁll\)/llreat Bracket™. _~— Body 3pcs. 4pcs. |Flanged nut (M4)
a m‘;g&‘;t Brg‘é?et Mounting | Flanged nut (M4) | Flanged nut (M5) I ?PCS»
“— Bracket with S S Pole Waterproof Ring
knock-outs 3pcs. 4pcs. Q 1pc.

EX{75 3%/ Installation
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Notice | @ The following requirements are necessary for proper installation: -Install the signal tower where excessive vibration is not present.

-Install the signal tower on a sturdy surface. -Install the signal tower on a level surface.

@ Only install the signal tower in an upright position.

@ When the installation location is unavoidably irreqular and waterproof performance is required, use a sealant between the product and the installation surface.

@ If the ﬁole type requires an IP65 rating, apply sealant to the screws, nuts and wire distribution hole when installing the compatible bracket
onto the installation surface.([PJ]- [QJ])

@ Although the LR4-|W Jmounting bolt moves prior to assembly, it is not a quality issue. Be sure to mount the product in the manner indicated below.

=HY{I757% / Basic Mounting Instructions
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120°
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o Make holes for the mounting and wire-distribution for the product. »

Select between “Direct” or “Pole” mountin Unit:
(Check the Model and refer to the suitable attachment or mounting T : unting
dimension figure.) ((KT] Select among the two mounting options.) (Using accessory) )

1. Place the Mounting Bracket on an even surface.

2. Be sure to remove the waterproof packing from the
Mounting Bracket.

3. Knock out the three knock-out holes with a steel punch, etc.

4. Insert the hexagon bolt into the knockout holes and affix

9 Run the wiring through the distribution hole.

e Secure the product with the bolts, nuts and screws.
([LJ] required nuts and screws are not included.)

. . For M8 screw and nut size with the flanged nuts.
Installation Figure ny L 5. Insert the waterproof packing.
(Unit: mm) 7 Mounting || -
L-bracket a :—Ié)ée) Mounting Bracket Mounting Bracket
= with knock-outs with knock-outs
] v I Underside Steel Baretc. | |Underside
eed the wiring 20 — LR5[ @3
h h the hol Sl
through the hole : B R7| o4

and set the pole

in place to install. Mounting
Surface

Recommended Torque

For M10 screw and nut size

Mounting
L-bracket Hole
(@11)

When not using an

E

L-bracket “_B -

i | Knock-Out Mount Bracket Side
attachment, make a 9 L] 35 Pole Installation . | ‘ |
©@22-23 mm fitting B (Not using accessory) | |
hole. o ;7@ Visit our homepage (www.patlite.com/) to |
\ /1 |Recommended Screw Torque i E Mounting ||| download the LR Series Complete Operation 12

i 12.2 N'm Surface Manual for Pole Installation.
= . . Mounting Hole Screw u Mounting Dimensional Drawing  gg° Wire Distribution
Mounting Dimensional Drawing (3 places; Nut (Unit: mm) Hole (915)
it: LR4-5-WJ Mounting Hole Bracket Outer
(Unit: mm) LR5-WT-KT| 24 | M3 (@64 places) Dimension
120° LR4:5:6-PJ Mounting Hole
LR6-7-WJ 25 | M4 (@64 places) o5
LR7-WT-KT -
LRASW | oo
LR5-WT-KT M5x4 pcs From the center
LR4:5-6-PJ of the pole
LR6-7-WJ | @40 @54~056 + — 36.9
LR7-WT-KT o73 >~ {/ |
Nameplate Wire Distribution Recommended Torque N Jat Recommended Torque
Posilon Hole 012) Pomeaee — N/ 14Nm

Be#g 7% / Wiring A

WT | KT |Terminal Block Connector Array WT- KT Terminal Block wiring method
MRecommended lead wire specifications
9 Power Wire Wire Ty [Wire G (spl‘d Wire)|Wire G Frayed Wire)| A minus driver etc. is used to pry the
OEDD Black |(signal-line Side) FELPS re Gauge (Solid Wire)|Wire Gauge (Frayed Wire) lever slot of the Terminal Block open,
O 8[p|[8] Gray | [eshing [uL1007/UL1430]  0.14~1.5mm? AWG30~14 | b o V-t s O
O?DD Pgevrgrm\htl’irlje - T rating should be above 75°C, and the conductor P 9 9 .
7 |Yellow| ¢ material should be of copper wire.
‘ Og[}v 6| Gray : ;Jr:zm;n) ~ The stripped side of the lead
- el wire is inserted in the slot.
O 5 | 5] white LED-C * The minus driver blade should be at about
— 2mm by 0.4mm in size. ) t eThe driver is removed to release
] OiDB 4| Blue LED-B + Do not forcibly push the lever more than necessary with the lever. (Check to make sure
O 3p|[3]creen| LeD-G the driver. Failure to comply may damage the unit. Lever ’ the lead wire has been locked
— * Strip 9~10mm of wire insulation from the wire in place.)
O 2 [B||2[orange|  LED-Y to insert it in the Terminal Block.
OTDB 1] Red LEDR * When removing the lead wire, do not pull to remove, be
|_sure to operate the lever to release the lock. ) S
{14#% /Specification A
= FoEE
e Uhes Z FFqazu b SeREraY e P E L AR
LR4-CJ02WJCT)_|LR4-_02WJB, LR4-_02WIN,, LR4-_02WJBA, LR4-_02WINA LR4-02WIN, LR4-02WINA
LR4-102L)00C] [LR4-_02LB, LR4-_02LN,, LR4- 02LJBA,, LR4- 02LINA LR4-02LN , LR4-02LINA LRA-ER, LRA-E-R-A, LRA-E-RZ, LRA-E-RZ-A D2V | Max66W
LR4-002PJIC]_|LR4-_02PJB, LR4-_02PIN,, LR4-_02PJBA, LR4-_02PINA LR4-02PIN, LR4-02PINA LRA-EY, LRA-E-Y-A, LRA-EYZ, LRA-E-YZ-A LR4-B .o
LR4-[02QJ0IC]_[LR4-_02QJB, LR4-_02QN LR4-02Q)N LR4-EG, LRA-E-G-A, LR4-EGZ , LRA-E-GZ-A
B s LR4-BA
LR4-CIMWJCIC] [LR4-_M2WJBW , LR4-_M2WINW , LR4-_M2WIBA, LR4-_M2WINA | LR4-M2WINW , LR4-M2WINA | LRA-EB, LRAE-B-A, LRA-E-BZ, LRA-E-BZ-A AC100-240
LR4-CIM2PJCIC] |LR4-_M2PJBW, LR4-_M2PINW , LR4-_M2PJBA, LR4- M2PINA | LR4-M2PINW, LR4-M2PINA__| LR4HEC, LRAECA S0/60rz) | Max.70W
LR4-OM2UCIC]_[LR4-_M2LJBW, LR4- M2LINW LR4-M2LINW
LR5-CI0TWJCID) [LRS- 01WJB, LRS- OTWIN LR5-0TWIN
LR5-0TUCIC]_|LRS- 01LIB, LRS- 0TLN LR5-01LIN LRS-ER DC1V | Max.5.0W
LR5-CJ0TPJCIC]_[LRS-_01PJB, LRS- 01PIN LRS-0TPIN LRSEY
LR5-J02WJCIC] [LRS-_02WJB, LR5-_02WIN LR5-02WIN LRS-EG LR5-8
LR5-C102LJCJC]_|LR5-_02LJB, LR5-_02UN LR5-02LN LRS-EB
LR5-T102P)C1]_|LRS-_02PJB, LR5-_02PIN LR5-02PIN LRS£C
LR5-02WTN
LR6-[102WJCIC] |LR6-_02WJB, LR6-_02WIN , LR6-_02WJBA, LR6-_02WINA LR6-02WIN, LR6-02WINA DC24V | Max.66W
LR6-J02J)] |LR6-_02UUB, LR6-_02LN, LR6-_02LJBA, LRG-_02LNA LR6-02LIN,, LR6-02LINA LREER, IRGERA, RGERT, RCERZA
LR6-[J02PJTIC)_|LR6-_02PJB, LR6-_02PIN, LR6-_02PJBA , LR6-_02PINA LR6-02PJN,, LR6-02PJNA LREEC, LROEGA. LREEGT, LRGEGEA LR6-B
LR6-102QJJ0]_[LR6-_02QJB, LR6-_02QIN LR6-02QIN LR6-E-B, LR6-E-B-A , LR6-E-BZ , LR6-E-BZ-A LR6-BA
LR6-CM2WJCIC] [LRG-_M2WJBW, LR6-_M2WINW , LRG-_M2WJBA , LR6-_M2WJNA | LRG-M2WINW , LR6-M2WINA | |Re.£-C. LR6-E-C-A AC 100-240V
LR6-CIM2PJCI] |LR6-_M2PJBW , LR6-_M2PJNW , LR6-_M2PJBA, LR6-_M2PINA | LR6-M2PINW, LR6-M2PINA | (Re-£-MZ (S0/6oHz) | Max.7.0W
LR6-CIM2U]C]_|LR6-_M2LJBW, LR6-_M2LINW LR6-M2LINW
LR7-0J02W)CJC] |LR7-_02WJB, LR7-_02WIN LR7-02WIN [RTER, LRT-EY, LRT-EG, y
] LR7-02WTN LR7-E:B, LRT-E-C LR7-8 DC24V | Max.6.6W

MLEDDZw by TH—1Zv FORERIE. RETRSAEMBESIRIZCELEL,

GEEHIHE) OBBEIRNE - EABEM
@ UL 508, CSA-C22.2 No. 14 @ EMC $&4 (EN 61000-6-4, EN 61000-6-2) CE, Crx EEERBIOBRYE NS, BERBIDIEES] BETNhTOET.
@ RoHS &4 (EN IEC 63000) @ FCC Part 15 Subpart B Class A RIEESEDREE BRI T,

@ KC (KN 61000-6-4, KN 61000-6-2) ( M2 -[LJ| 1454 )
® {EEELES (IEC/EN60947-5-1,EN62471) (M2 - WI-PJ] )

1&
— —— — — - — O TEILEHE AL 5LMBEE S S AU EDE 2~ REMEBLT L. (M2)
O ERHLUE 1— ADRBES T HOBIE. BTIFEBREICLTREL, Ya— M BBNABIET, © GRITHED (EC/EN60547-51)
= B BE « 388 N = EBZELNLED :-&' N % ,’.& N b
Q@ ER « RASLUERABEEMEAGVELS TEELEET WL, BATHIBNDLHYET, odel UL reareerad gl Unit Model Combination v Rated Power
-, 21 + 3 - =o H — ¢ ode egistered Mode Body Uni LED Unit (Max. 5 Uni B Unif B NELELS Consumption
A EE @ FiRAES (01]-02) . BHEEUNOE (EEHR - &R (M2) IITBEEMULEVL T LTV, MELET, ody Unit nit (Max. 5 Units) uzzer Unit
“ @ M2/ Tl EiF4R ON/OFF IZ& B EARTIIH THbEHVTREL, HELET. LR4-C102WJCICT [ LR4-_02WJB, LR4-_02WIN,, LR4-_02WJBA, LR4-_02WINA LRA4-02WIN,LR4-02WINA
@ FEALAEWLY — gk RS T ZREEH Y E A, ZORE S L TOENY — RgIE 5T, 1 AT OBGME L T T, LR4-0102LUC1C0 | LR_02UB, LRd-_02LIN, LRA-_02LUBA,, LR4-_02LINA LRA-0IUNLRE-0IUNA | LRA-E-R, LR4-E-R-A, LRA-E-RZ, LRA-E-RZ-A
{fﬁg e 6157(1%7? ﬁﬁ%;g?- ERT SR e < R BT1AT ML b LR4-CI02PJCIC] | LRA_02PIB, LR Q2PIN, LR4-_02PJBA, LRé_0ZPINA LRCOPINLRHOPINA | LRGEY, RAEVA, LREEVZ IREVZA | | oo o 24VDC | Max.6.6W
@ ) — FiEEE| ooty . RAREILAARY LEWTL fEE0, HIELET LR4-102QICICT | LR4-_02Q)B, LR4-_02QIN LR&-02QIN (REEG, RAEGA, LRAEGE IREGEA | pa'pn
- = il —— s Z LR4-CIM2WJCIC]| LR4-_M2WIBW, LR4-_M2WINW, LRd-_M2WJBA, LR4-_M2WINA| LRA-M2WINW,LRA-M2WINA| LR4-E-B, LRA-E-B-A, LRA-E-BZ, LR4-E-BZ-A 100-240V AC
S S |@REDLD 1—v EEREAT 255 BAAE% [AELED 1—v B X 1 BBV OBAEE] & LT it LR4-CIM2PJCILT | LRé-_M2PIBY, LRé-_M2PINWY, LRé- M2PJBA, LRA- MZPINA | LRA-M2PINWLRe-M2piNA | LREC, LRAECA (50/60Hz) | Max.7.0W
HFEL (1 ROESECEED LED 1= o L5 h FRE8) ceve LR4-IM2LJCIC] | LR4-_M2LIBW, LR4- M2UNW LR&-M2LINW
. ATEm R G —Z DRRAY efc LR5-CI0TWJLIC] | LRS- 01WJB, LRS- 01WIN LRS-OTWIN
© SESHEMRE D HIC, BRAICAT L2 —XEMHRAATIREL, ) LR5-J01LJI] | LRS- 01LJB, LRS- 01LIN LRS01LN SER SR 12vDC Max. 5.0W
Q@ EREERT 5i581d. EEMTEEREL. BYLEER - BETEELTIEEL, LR5-C101PJCICT | LR5-_01PJB, LRS- 01PIN LR5-01PIN LY LREYZ
B ASBERRE Is: BREE Vs WEE L BhER Ta: BEEE LRS-LI02WILIC] | LRS- 02WB, LRS- O2MIN LRS-02WN RSEG, LRS-E:GZ LR5-B
EREE 01 DC12V 032 DC24V M2 AC100~ 240V LR5-C102LJ0C] | LRS- 02LJ8, LRS- 02N [R5-02LN LRSEB LRS-£67
LED1= v (=S GA)/ B 100 mA/ BREE 45 mA/ BREE 45mA/DC24V t:g'ggis\:%% t;ggm L[‘;S"g;;v”T T t:ggg% L
(BHTY) HRESRE Is=100mA Vs=DC20V(%1)| Is=100mA Vs=DC35V Is=100mA Vs=DC35V s PN B R0 24V DC Max6.6W
iy |ESRET (A TRE EE] : 6
7Y f—?ﬁig fgi/ BE s 30%53 )\“M YT zloiv &) s gf)g "l:‘f\/ s D’% ERY s ggg m ! Sg i“gc 5V LR6-C102WJCIC | LR6- 02WJB, LR6- 02WIN, LR6- 02WJBA, LR6- O2WINA | LR6-02WIN,LRG-02WINA
s = = i - = = = BT LR6-102LJCJC) | LRé-_02LJB, LR6-_02LN , LR6-_02LJBA, LR6-_02LINA [RG-02UN.R6-02UNA | LRE-ER LRG-ERA, LRG-ERZ, LRG-E-RZ-A
. EEETR (RKA) 500 mA (%2) 250mA (%2) 150mA (%2) (REEY LREEVA LRGENZ. LREEVZA
= HRESAE Is=700mA Vs=DC20V Is=500mA Vs=DC35V EABFMEUL t:gggigﬂ%% tgg*gig[;ﬁg*%%m LRS- 02PIBA, LRS- 02PINA tsg'gggmmé'omm [RG-E-G, LR6-E-G-A LRG-EGZ , LR6-E-GZ-A|  LR6-B
c = LED [AL (¥N)[FY—[%L C¥N[LED | AL [FH—[%AL (%3 AL - - 02018, LRG- A £8. LRG-E-B-A LRG-E-8Z, LR6-E82-A | LR6-BA
RAET ggg L 0.;A y,jmsu?l:‘* (1) | & 5T lx 7 N )ZSA [Ta=25°C), 50A (Ta:50/45°C)(>2<5) 2.0msLiE LR6-CIM2WICI | LR6-_M2WIBW , LR6-_M2ZWINW , LR6-_M2WJBA, LR6-_M2WINA| LR6-M2WINW,LRE-M2WINA tgg_g_g'tgg_g_g_ﬁ‘mﬁEBZ'LR“BZA 100-240V AC
BRARNER : IL=<0.1mA : : LR6-CIM2PJCIC] [ LRG-_M2PIBW, LRE- M2PINW, LR6- M2PJBA, LR6- M2PINA | LRG-M2PINW,LRG-MZPINA | pe £ /7 (50/60Hz) Max. 7.0W
. T ——— - = LR6-CIM2LJC)C | LRe-_M2LIBW, LR6~_M2LINW LRG-M2UNW
1 "'Eﬁgé@;g?ﬁ%ﬁ“??1E;ﬁé“ft§%§(g7A)b mNET LR7-CJ02WJCIC | LR7-_02WJB, LRT-_O2WIN LRT-02WIN S
KikRamldls = 700mA Vs * o LR7-02WTN LR AP, LRTEG, LR7-B 24V DC Max. 6.6W
%2 oo LEDS B - JH—BfFls 53 - ESIRER (BK) MUT ¢4 - ESHBEH BA) ORTMUT LR LR7E8,R7EC
;;&48@#7 7';'7 A b (PO) {14k : Ta=50"C m* ZHRTA b (ABS) {14k : Ta=45°C #Visit our homepage (www.patlite.com/) to download the LR Series "Complete Operation Manual:LR" for LED and Buzzer Unit Model Number Configuration.
<C1—

t 1 —XERER |
250V /1A 5X20mm EMERIAS ZEE1—X |

A q @ Be sure the power is disconnected before wiring and changing fuses. Possible cause of short-circuiting may occur.
AWa rni @ Ensure the proper working voltage is used and that direct current or alternating current is properly applied.
Possible cause of combustion may occur.

q @ Do not apply voltage to the Flashing C line (101/,(02]). Apply voltage to the power source line ((M2]) only.
Acau“on Product failure will occur. —
@ Do not control the flashing display by switching the power source ON and OFF for M2/, Product failure will occur.
@ It is not necessary to connect to an external lead for tiers not used. When an extra lead is not connected, it should be individually insulated with

electrical tape or'something similar. Failure to compl&/ will result in damage due to short circuiting.
@ Do not pull the lead wire or push it inside the body. Product failure may occur.

Notice |. When usin%multiple LED units of the same color, make the contact capacity equal to the number of same color LED units
Itiplied by the contact capacity for 1 tier. (This is because LED units of the same color light up for one signal line.)

@ To protect the power supply and other internal circuitry, be sure to install an external fuse.

@ If wiring is extended beyond its factory length, a relevance in the length of the wire and wire gauge will cause a voltage drop.

M External Contact Capacity Is : Current Capacity Vs : Withstand Voltage I : Leakage Current Ta : Ambient Temperature
Rated Load Voltage [01] 12vDC [02] 24V DC [M2/100 - 240V AC

LED Unit|Signal Wire Current (Max.) / Voltage

100 mA / Power Supply Voltage

45 mA / Power Supply Voltage

45mA /24V DC

(1 Tier) | Recommended Contact Capacity

Is=100mA Vs =20V DC (1)

Is=100mA Vs =35VDC

Is=100mA Vs =35V DC

Signal Wire Current (Max.) / Voltage

250 mA / Power Supply Voltage

250 mA / Power Supply Voltage

250 mA / 24V DC

Buzzer

Recommended Contact Capacity | Is =300 mA Vs =20VDC(%1) | Is=300mA Vs=35VDC Is=300mA Vs =35VDC

Power | Current Consumption (Max.) 500mA (3%2) 250 mA (%2) 150mA (3%2)

Supply [ Recommended Contact Capaci Is=700mA Vs =20VDC Is=500mA Vs =35VDC Inrush current or more contacts

Inrush Signal Wire LED [None (%1)] Buzzer [None (%1)[ LED | None |Buzzer[None (3%3) None

Current Power Supply Wire 0.7A, 15ms or less None (3%4) 25A (Ta=25°C) , 50A (Ta=50/45°C) (3%5), 2ms or less;
Leakage Current IL =0.1 mA

%1 - When [€201 power supply wire is not connected, inrush current or 0.7A will flow through the signal wires .

Recommended Contact Capacity : Is = 700 mA Vs = 20V DC 32 --- Measured with five LED tiers and buzzer operating.
Not exceeding Maximum Signal Wire Current Ratings. %4 --- Signal Wire Current Maximum not exceeding the sum total.
. @Off—white (PS): Ta=50°C @Off-white (ABS) : Ta=45°C
B Recommended Fuse [Fuse Ampere Ratings | 250 V/ 1A (5x20mm Fast-Acting Glass Body Cartridge Fuse) |

E2#% 45 / Wiring Example

BANGEGHZCH L CWEY, BHRECTERDEADBGICSN T, ARG RIERAIC B ARRORE - 571E / Wire Type & Wire Gauge
ERFBAZEDERICGEH IN TV A - EBEEHKZRONSEVEDE CFEEL, M2loEES ([ - B]) -+ UL2464/ AWG18
T - SAEHRT ABAK. AU - SABTNENCNBESERET ARELBYET. Power Supply Wire (S, EEEN)---UL2464 / AWGH8
The following is a basic wiring example. If there are any special applications that require asking . B ..
questions concerning this product, feel free to contact your PATLITE Sales Representative. % (- B 1-/(9#. UL2464 / AWG24
Accidental wiring will result in product failure. 2| Power Supply Wire (YIEFZEEG)MAWGM
Note: When lighting and flashing are used together, it is necessary to prepare an external

contact for each lighting or flashing.

#3 e

E % EE E 8 EE [M2]Ac 100 ~ 240 v
Product Specifications Product Specifications 100 - 240 V AC
S ERIE R DTER = I TR BEE L&V
External Contact Classification EEEH L% ! Ex‘emﬁ%&ﬁ;&%&zé cation 3 Sidee *
BERUL— Do not Apply Voltage! BESY L— Only apply voltage to Power Supply Lines.
Voltage Contact Relay | |e—— Voltage ContactRelay | [
i i
o o
LR4 - LR7 Pin No | ) | g
Pin No. WTI[KT] | = =
! o [Buzzer LR4,LR6 1) — pige i oo
i Lead Wire color | 1 1 & o~ A
I — o | SAEREER | - SRR
! ~ | Extenal | - | External
AR ELLES | B~ Contact SRER | B Contact
Flashing Common Line i _Flashing Common Line [T T A T s
LED 7/ Red ~— =47 - LED 7/ Red :
LED i/ Amber __[FITELID/@ ~ |l |[7%-m LED i / Amber - -
LED # / Green #3|Greenl[E)] — Lighting LED #} / Green — Lighting
LED # /Blue /@ - /Buzzer LED &/ Blu.e L — /B;zze;
LED &/ White [&|White|/5) ~ NS LED £/ White \M ~ ’??B}ﬁl
TH— 1B | %/Purple[[GEY - External 74— | Buzzer &[Purple[ - xternal
e Contact SUTAEER Contact
BI5#R/ Power Supply Wie AR /® Lighting Common line __[#]Yellow|
54/ Power Supply Wire ] Yellow /@ - E | &5/ Power Supply Wire [R[Gray]
&) [2) iR | Power Supply Wire [E] ETFPR
E1-2(9522) W@t L)

E1—X ~
A AC100~ 240V

TP =02 MERE Fuse 100 -240V AC
% Used when buzzer unit is attached. 1

% T -1y MEREF Fuse

3 L (Class 2) (No polarity)
* Used when buzzer unit is attached. 1A

WT| #FEIRIE B2Fl WT| SR FENDEHRS E

WY — FROREEE 9 LR, BFEOL/—DRIEDET
i [ mEE® [ ®EEUR | (V—F@ghoy sEhic RAFTARSANGEELT,
[UL1007/UL1430] 0.14~1.5mm? [ AWG30~14 TEERBLTIRETY) FEHITHT.

- EERRATSCUL. BEDHROLOE CRAL L,

(FA~k
s RAF ARSI, F5EIE 2mmigE,

FEOSMMUTFOEDEFEBLTLZEL, (HERTHAE)

f éz] e ARy T LY — %
BADITHAT 5.

) $55id el | o

ElE|E|E - LN RBEL I FE BT RED, ) ’
DIDID|D = WIRT BBNHBIET, w\—‘
#l#lgls U= FROZR b Uy 7 9~10mmic LT EW,

< FRERYATHIE, 510/ TRYASTHEVTIREL,
(BFLN—ZRELTOY VERBRLTEEW) )

(20

{Conformity Standards)
@ UL 508, CSA-C22.2 No. 14 @ EMC Directive (EN 61000-6-4, EN 61000-6-2) @ RoHS Directive (EN IEC 63000) @ FCCPart 15 Subpart B Class A
@ KC (KN 61000-6-4, KN 61000-6-2) (Except[M2/-[ LJ |, [KT| , [Assembly Model]-[WT]) @ Low Voltage Directive (IEC/EN60947-5-1 EN62471) (M2 - [WJ + PJ])

@ When a regulated power supply is not being used, select a fuse that meets class CC or more. (M2])
@ Conformity requirements for the UL Standard:

- Maximum surrounding air temperature rating of 50 °C_ ([LR]|-[A] 45°C)

- Use a fuse holder with UL standard certification. ([M2)

« This product is designed for use on a flat surface for a Type 1 Enclosure.

- Use a "Class 2" power supply specified in the guidelines under UL1310. (01],(02])

« For use in Pollution Degree 2 Environment.

7 | BROH@IIONT/ A
Product Details

AEZICEHEINTVEL, HEOFEBRBIC DOV TIE. WebwZ27)VEBRLTILEL,
Please refer to the online manual available for the product for detailed information not included in this document.

OAFICEH L TVIRPEEIE, RFORRLIF—HRLEDBEHHVET,

ORHBDTES LU, WEE L. WEBDHFEEERT T LHBVET,

@The images in this manual may vary in comparison to the actual product and are only for the purpose of illustration.
@ Specifications may change without notice due to continual product improvement.
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